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NUTEK SYSTEMS, LTD.

TEST _REPORT

Unit F, 7/F., Univarsal Ing. Ctr.
19-21 Shan Mei Street,
Fo Tan, Shatin, N.T,, Hong X..ng.

Tel: (852) 2605 5736 Fax .- 2) 2892 0798

TITLE . Testing of valve
OUR REFERENCE : J5116B
DESCRIPTION OF SAMPLE : 25mm (1") cast iron air release valve
SAMPLE SUBMITTED BY
BRAND Valmatic Valve &.,Ma%nufacturing_ Corp.
MODEL : 15A3 o
TEST REQUIRED : Hydraulic pregsure test
PERIOD OF TESTS . 30% March 1999
RESULTS: -
HYDRAULIC PRESSURE TEST -
Body test , © Seattest
prz‘:sssre Du(;:tion B Rerﬁark : prgislzre ' Du(rzslt;on Remark
(bar) i i (bar)
Sample 25 30 Pass | 25 60 Pass

Note : no leakage was detected during the above test.
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