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<4 NUTEK SYSTEMS, LTD.
-

TEST REPORT

Unit B, 13/F., Universal Iad. Cir.,

23-25 Shan Mei Street,

Fo Tan, Shatin, N.T., Hong Keng.

Tel: (B52) 2605 5736 Fax: (852) 2682 0758
E-mal: nulek@nuteksysterns.com

TITLE Testing of Valve
OUR REFERENCE J13495C
DESCRIPTION OF SAMPLE 2'2" (65mm) cast iron double regulating valve;

SAMPLE SUBMITTED BY

Kowloon, Hong Kong.
BRAND Honeywell
MANUFACTURER Honeywell Limit ed
ORIGIN PRC
MODEL Fig.V4 (KOMBI-F Series)
BODY CAST MARKINGS : PNIé Honeywell

== S,

DN&5

080523

GG25
MARKINGS ON THRE -
METAL NAME PLATE Ce V4-BLC-GP16-GOES

0409 Temperature : -10 °C ~ 120°C

METHOD OF TEST 1) BSEN12266-1: 2003 Hydrautic Pressure Test and

2) BSEN1561: 1997 Tensile Test on the Cast Iron Material
PERIOD OF TESTS 8" to 15™ Apri] 2009

pressure rating PN16

1 Gate Way Valve & Fitting Lid.

Flat F, 22/F, Luk Hop Industrial Bldg,,

8 Luk Hop Street, San Po Kong,

RESULTS: - (apply only to the sample tested)
1. HYDRAULIC PRESSURE TEST (BSENI2266-1)

Bodytest (1.5 PN) Seat test (1.1 PN)
Test . Test 3
pressure Du(r:t;on Remark pressure Duration Remark
( bar ) (bar) (s)
Sample 24 60 Pass 22 60 Pass
BS '
Requirement 24 13 / 22 15 /
Note : no leakage was detected during the above test.
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T OUR REFERENCE NO.113495C (P.2)
{ 2. TENSILE TEST (BSEN1561)
! )
: As requested by the client, a test bar was obtained from the cast iran body of the valve sample and
f subjected to the tensile test; the test result is as follows:
{ Tensile strength
T (N/mm?) Remark
! Sample 270.7 Pass
[ BSEN1561"s requi i
‘ quirement for cast iron
1 designation EN_GJL-250 (EN-JL1040) 250 10350 / N
{
} 3. SUMMARY OF RESULTS (apply only to the sample tested)
{ Hydraulic pressure test - Satisfactory
Y Chemical camposition -~ Satisfactory; the test result complies with BSEN1561’s requirement
% for cast iron designation EN-GJL-250(EN-JL1040),
!
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