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TITLE Testing of Valve
OUR REFERENCE N3972E
DESCRIPTION OF SAMPLE 1" (25mm) Bronze double regulating valve; pressure rating PN16
SAMPLE SUBMITTED BY Gate Way Valve & Fitting Ltd.

Flat A, 4/F., Galaxy Factory Building,

25 — 27 Luk Hop Street, San Po Kong,

Kowloon, Hong Kong.
BRAND Honeywell
MANUFACTURER Honeywell Limited
ORIGIN Germany
MODEL V5032 Kombi-2-plus
BODY CAST MARKINGS PNI6  ——r- DN25

1

METHOD OF TEST BSEN12266-1: 2003 Hydraulic Pressure Test
PERIOD OF TESTS 12" October 2009

RESULTS: - (apply only to the sample tested)

HYDRAULIC PRESSURE TEST
Body test (1.5 PN) Seat test (1.1 PN)
Test . Test .
presaure D"(r:t)mn Remark pressure Du(rgt)non Remark
{ bar) (bar)
Sample 24 60 Pass 22 60 Pass
BS 24 15 / 22 15 /
Requirement
Note : no leakage was detected during the above test,
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§ TITLE Testing of Valve 1

OUR REFERENCE J |
i 13972F !
' DESCRIFTIO " i .
% N OF SAMPLE 2" (50mum) Bronze double regulating valve; pressure rating PN16 i
i SAMPLE SUBMITTED BY Gate Way Valve & Fitting Ltd. l
| Flat A, 4/F., Galaxy Factory Buildin
r : l
| 25 — 27 Luk Hop Street, San Po Kong, !
?, Kowloon, Hong Kong. A 1
; BRAND Honeywell i
i MANUFACTURER Honeywell Limited i
% ORIGIN Germany |
f MODEL V5032 Kombi-2-plus i
% BODY CAST MARKINGS PN16 s—— DN50 2
! 2" Z
Tf METHOD OF TEST BSEN12266-1: 2003 Hydraulic Pressure Test i
i. PERIOD OF TESTS 12" Qctober 2000 }
% RESULTS: - (apply only to the sample tested) l
i HYDRAULIC PRESSURE TEST i
i
. Body test (1.5 PN) l
7 Seat test (1.1 PN) 1
i prZ:;lZ ” Duration R K Test Duratio 1
{ SINAT, pressure o J
% P (s) o (s) Remark i
' Sample 24 6 ' |
z - 0 Pass 22 60 Pass 1
% Requirement 24 15 / 22 15 / §
f Note : no leakage was detected during the above test. l
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