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TITLE

QUR REFERENCE
DESCRIPTION OF SAMPLE

SAMPLE SUBMITTED BY

TEST REPORT
Testing of Tap

1 J8055

" Brass ball valve bib tap with hose union

N.P. King (Hong Kong) Lid.
Room A-C, 19" Floor,
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Unit B, 13F,, Unkarsal Ind, Cir.,
23-2% Shen Mei Streel,
Fo Ton, $aetin, N.T,, Hong Kang.

Tot; (B52) 2608 ST Fax; (A82) 2692 a798

Tak Lee Commercial Blcﬁ.,
113-117 Wanchai Road, Hong Kong.
SUPPLIER Pegler Lud,, International (U.K.)
BRAND Pegler
MODEL PR30HU
METHOD OF TESTS BS1010: Part 2: 1973; B55412/5413: Part 3: 1976
PERIQOD OF TESTS 14™ to 19" March 2002
1. DIMENSIONS
Sample BS Requirement
MNominal size {(in) Y /
Body thickness  (mm) 2.0 2.0 min.
Note : the male threads at the water inlet comply with BS21.
2. HYDRAULIC PRESSURE TEST
Body Test Seat Test
Test Duration Test Duration
Prassure (sec) Remark Pressure (sec) Remark
(bar) (bar)
Sample 20 60 Pass 20 60 Pass
BS
Requirement 20 60 / 20 60 !
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NUTEK SYSTEMS, LTD.

TEST REPORT
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OUR REFERENCE NO.JR055 (P.2)
3. FLOW TEST
Flowrate (1/s)
Running pressure (bar) -
Sample BS Requirement
Sample 0. 0.22 0.16 min.

4, CHEMICAL COMPOSITION
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Lnit 8, 13/F., Universal Ind, Cir,,
23-25 Shan Mel Stroat,
Fo Tan, Shetin, N.T.. Hong Xong.

Tol: (BS2) 260% 8736 Fax (B53) 2692 0798

Elements Compositions (1) Desiznation to
Components A Other BS1400: 1985
Cu Zn Pb Sn Ni Fe Mn Al Impurities
Body 595 | 376 | 2.0 04 0.0 0.2 0.0 0.0 0.3 PCB1

Date ; C‘“‘sz 2aD2-

Dimensions - Satisfactory
Hydraulic pressure test - Satisfactory
Flow test --  Sarisfactory
Chemical composition  --  Sarisfactory

Nutsk Jxplami Ir n teailng agenay,
approved by tha Waioer Authority asnd
Governmmwnt Svppliss Dopatimant, for
tasting weter wupply [flittags,

Authorized signature :

5. SUMMARY OF RESULTS (apply only to the sample tested)

A

4

Samson W.K. Yiu

( Director )

Remark : the internal water passage surface of the valve sample does not have any metallic ¢oating.
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Fo Tan, Shatn, N.T., HOMg Kong,
Tal: (852) 20605 5738 Fan, (852) 2892 0708

TEST _REPORT
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Figure 1 - 4" Brass ball valve bib tap with hose union
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; Figure 2 - The dismantied sample 1o expose its internal structure !
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