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CERTIFICATE OF COMPLIANCE

CERTIFICATE NUMBER: 081193-MH17701
ISSUE DATE: 11 August 1993

Issued to:  Bray Valve and Controls, U.S.A., Inc.
13333 Westland East Blvd., Houston, TX 77041

Report Reference:  My17701, 11 August 1993

This is to Certify that

Resilient Seated Butterfly Valves
representative samples of:

Series 20 and 21, Sizes 2"-12"
Series ‘30 and 31, Sizes 2"-20"
Series 32 and 33, Sizes 24"-48"
Series 34, Sizes 2"-12"

Series 35 and 36, Sizes 24"-48"
Have been investigated by Underwriters Laboratories Inc. in accordance with the Standard(s)
indicated on this Cert:ﬁcate

Swmdmdw}mfsﬂéW‘ANSI/NSF Standard 61: Drinking Water System Componentd
, Health Effects

Additional Information:
For use in Cold and Hot Water Applications

Only those products bearing the UL Classification Marking should be considered as being
covered by UL's Classificatlon and Follow-Up Service.

The UL Classlfication Marking Includes: the name “Underwrilers Laboratorles Ine.”: the word "Classified*: a control
number (may be alphanumerle) assigned by UL; a slatement to indlcate the extent of UL's evaluation of the product;
and, the producl calegory name (preduct idenlily) as Indleated in the appropriate UL Dlrectory.
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