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The general dimensions of the flanges were found complying with BS4504 : section 3.2 PN16

NUTEK SYSTEMS, LTD.

RESULTS. -
1. FLANGE DIMENSIONS

2. HYDRAULIC PRESSURE TEST

Test pressure . ‘
(bar) Duration ( 3 ) Remark
Sample 32 60 Pass

Note: the sample body and all joints showed no sign of leakage during the above test,
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TEST__REPORT

TITLE 1 Testing of flexible rubber joint

OUR. REFERENCE ¢ FI210A

DESCRIPTION OF SAMPLE : 80mm Rubber expansion / flexible joint; 4-bellows;
underground type; flanged ends to BS4504 PN16,
(working pressure : 16 Bar)

SAMPLE SUBMITTED BY

MANUFACTURER Tozen Sangyo Co., Ltd,

MODEL : PT-LS (Rubber Joint)

TEST REQUIRED 1.B54504 : Section 3.2: 1989 PN16 Flange dimensions
2 Hydraulic pressure test

PERIOD OF TESTS 12% to 18% April 2001

Samson W.K. Yiu

( Director )

Linit 8, 13/F., Universal Ind, Ctr,,
23.25 Shan Mal Street,
Fio Tan, Shatin, N.T., Hong Kong,

Tal: (852} 2605 6736 Fax: (B52) 2692 0788
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Fo Tan, Shatin, N.T., Hong Kong.
Tel: (352) 2805 5736 Fax: (852) 2692 0798

TEST REPORT
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TITLE + Testing of rubber expansion / flexible joint
OUR REFERENCE 2 JT476A %
DESCRIPTION OF SAMPLE +. 200mm Rubber expansion / flexible joint, 4-bellows, underground type, |
flanged ends to B84304 PN16, working pressure : 16 Bar 1
SAMPLE SUBMITTED BY !
!
1
1
MANUFACTURER :  Tozen Sangyo Co.,, Ltd, {
"l“ ‘|
MODEL : PTLS ;
£
TEST REQUIRED . Hydraulic pressure test ;
PERIOD OF TESTS 1 18™to 20" Tuly 2001 !
HYDRAULIC PRESSURE TEST '
Tem@:’_’;m ‘I Duration { 8} | Remark
Sample ' 32 ‘ 60 : Pass

Note: the sample body and all joints showed no sign of leakage during the above test.

Date ;. ‘ uthorized signature : .
! Samson W.K, Yin
Nutek Syetems {13 & testing agency, 1?
approved by the Water Authority and ( Director ) ‘
Government Supplies Department, for |
z tasting weaist supply fittings. . t
| |
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i : ‘ bk | TEST RE PORT Tel: (A52) 2605 K738 Fax (882) 2652 U76A K
{ ?
! : : Testing of flexiblc rubber joint -
E TITLE Testi f flexable rubber joi g
! OUR REFERENCE v J5839E ;
i .
‘ DESCRIPTION OF SAMPLE 7 250mm flanged type flexable rubber joint; ‘
{ flanged ends to BS4504 PN16; pressure rating !
' 150 psi
L !
} SAMPLE SUBMITTED BY }
! !
! 1
; MANUFACTURER ;. Tozen Sangyo Co., Lid, g
! MODEL - PT-LS (rubber joint) !
; TEST REQUIRED ’ :  Hydraulic pressure test and movement capacity test
{ PERIOD OF TESTS : 13" to 17" December 1999
§ RESULTS; -
i 1. HYDRAULIC PRESSURE TEST
Testpressure | porarion(s) | Remark
| (ps1) S |
I Sampls 300 &0 Pass.
, ‘ .
Note; the sample body and all joints showed no sign of leakage duning the above test. |
2. MOVEMENT CAPACITY TEST g
‘ The joint was deflected and hydraulic pressure was applied, ;
Dcﬂection éoﬁditions Test(lg;?;smm Duration (8) . Remark i
} -
{ compression Ik .
i 1) Axial 78mm 200 ‘ 60 . Pass |
§ elongation : ' !
i 59mm 200 | 60 Pass ,‘
’ Lateral 130mm 200 60 Pass !
| \ — ‘ !
| Angular deflection 60° 200 , 60 il Pass i
' B !
! Note: the sample body and all joints showed no sign of leakage during the above test, !
{ | !
!
A Dt YA |
' DATE : A be 1979 cerrieep BY: ’ _ {
‘ !
z For E.A. Brugces |
{ Nutek Systeme ir & testing agency, BSc PhD CEng FIMarE i
g approved by 1be Water Authority and FiMechE FHKIE MASME :
I Goverameént  Supplies Department, for MASHRAE i
t tegting  water gupply flitings. !
- . B o Dixector & General Manager ... ]



