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N UTE K SYSTE M S LTD Unit B, 13/F., Universal Ind, Cr., i
23-25 Shan Mei Streset,
I Fo Tan, Shatin, N.T., Hong Kong. !
S J Tel: (852) 2605 5736 Fax: (852) 2602 0798 §
JEST _REPORT e o %
{This test report supersedes the previous one of ref. n0.J9216.) ;
TITLE ¢ Testing of expansion joint ' !
OUR REFERENCE 2 J92l16-1 ;
DESCRIPTION OF SAMPLE : 50mm Stainless steel flanged type expansion joint ;
SAMPLE SUBMITTED BY ;
!
- - !
MANUFACTURER, : Tozen Sangyo Co., Ltd.
MODEL ' 1 JBF
TEST REQUIRED + 1.BS4504 : Section 3.1: 1989 PN16 Flange dimension
2. Hydraulic pressure test '
PERIOD OF TESTS : 20" June 2003
RESULTS: - (apply only to the sample tested)
I. FLANGE DIMENSIONS
The general dimensions of the flanges were found complying with BS4504 ; section 3.1 PN16.
2. HYDRAULIC PRESSURE TEST
Test pressure | Duration ( s;.) | Remark ] x
{bar) | :
) Sample 48 © 60 Fass
{ Note: the samples showed no sign of leakage during the above tests.
! N | !
' Date : ﬁ:*k Jh.{ ﬁ 2o 2 _Aduthorized §ignature ;' {
1 ,‘ >
t ‘ i !
t. Nutek Systems 13 ferting sgemcy, Samson W.K. Yiu x
¥ apprevad b Y 2 . .
u’oun-nt’ "l;pII':Q'.'D':.:::;'::: .':: ( Director ) :
testing water supply fistlags, | '
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TEST REPORT
TITLE : Testing of expansioﬁ joint
OUR REFERENCE : J7210D
DESCRIPTION OF SAMPLE : 65mm Stainless steel expansion joint with flanged ends
SAMPLE SUBMITTED BY
MANUFACTURER 1 Tozen Sangyo Co., Ltd.
MODEL JBF (Stainless Steel Joint)
TEST REQUIRED .. Hydraulic pressure test
PERIOD OF TESTS 1 23%10 27" April 2001
HYDRAULIC PRESSURE TEST

Test(;;:gsm'e Duration ( s) Remark
Sample 40 ] 60 - Pass

Note: the sample body and all joints showed no sign of leakage during the above test.

Authorized signature : W

Date :

Samson W.K. Yiu
Nutek Systems is a testing agency,
approved by the Wnter Authority and (Director)
Government Supplies Departmeat, for

testing water supply fittings,

T Unit B, 13/F,, Universal Ind. Ctr.,
N U E K » 23.25 Shan Maei Street,

4 Fo Tan, Shatin, N.T., Hong Kong.
Tal: (852) 2605 6736 Fax: (852) 2602 0798
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DESCRIPTION OF SAMFPLE

I‘SJ NUTEK SYSTEMS LTD
. TEST REPORT

TITLE . Testing of expansion joint

OUR REFERENCE : J7210E

: 80mm Stainless steel expansion joint with flanged ends

SAMPLE SUBMITTED BY '
L
MANUFACTURER Tozen Sangyo Co., Ltd.
MODEL ;- JBF (Stainless Steel Joint)
TEST REQUIRED ¢ Hydraulic pressure test
PERIOD OF TESTS 23" 10 27" April 2001
RESULTS:; -
HYDRAULIC PRESSURE TEST
T#{gﬁgsme | Duration( s) Rer.gark
Sample 40 60 Pass

Note: the sample body and all joints showed no sign of leakage during the above test.

Date :-_3

Nutek Systems is & testing agency,
spproved by the Water Authority aad
Government  Supplies Department, for
testing  weter suppiy fittings.

Unit B, 13F., Universat Ind. Ctr,,
23-25 Shan Met Strest,
Fo Tan, Shatin, N.T., Hong Kong.

Tel: (852) 2605 5736 Fax: (852) 2692 0798
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Samson W.K. Yiu

{ Director )
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i S 3 7 Unit B, 3/, Universal ind. Cir.,
% I .E \ I NUTEK SYSTEMS, LTD. oo ston,
] Tei; (852) 2805 5736 Fox: (B52) 2692 0798
! TEST REPORT ‘ ”

9

% TITLE + Testing of expansion joint

% OUR REFERENCE : J7210F

; DESCRIPTION OF SAMPLE ¢ 100mm Stainless steel expansion joint with flanged ends

i SAMPLE SUBMITTED BY

1

t’ 5 5 L]

!

{ MANUFACTURER : Tozen Sangyo Co., Ltd.

% MODEL : JBF (Stainless Steel Joint)

? TEST REQUIRED i Hydraulic pressure test

!

2 PERIOD OF TESTS : 23%to 27 April 2001

i— RESULTS: -

; HYDRAULIC PRESSURE TEST

! Test pressure .

l (bar) Duration ( 5) Remark

! Sample 40 | 60  Pass

Note: the sample body and all joints showed no sign of leakage during the above test.

Date :. 99“' Hﬂg 2ea | Authorized signature :

Samson W.K. Yiu
Nutek Systems is a testing agency,
1 approved by the Water Authority and :
z-‘ Government Sopplics Department, for (DII'GCTIOI‘)

testing water supply firtings,
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! Date Qf?‘t l’%_?—ﬁ? [ Anuthorized signature :

approved by the Water Authority aad
Government Supplies Department, for
teating  water supply fitlings.

Tal: (852) 2605 5736 Fax: (862) 2692 0798

fﬂn
; ™~ Unit B, 13/, Universal Ind. Ctr.,
| I \ \ NUTEK SYSTE MS, LTD. z&swiate™ ™
! TEST _REPORT
1
! TITLE : Testing of expansion joint
% OUR REFERENCE : J7210G
% DESCRIPTION OF SAMPLE 150mm Stainless steel expansion joint with flanged ends
1 SAMPLE SUBMITTED BY
!
!
! )
{ MANUTFACTURER "t Tozen Sangyo Co., Ltd.
§ MODEL JBF (Stainless Steel Joint)
] TEST REQUIRED Hydraulic pressute test
t
{ PERIOD OF TESTS 23" 1o 27% April 2001
{ RESULTS; -
{ HYDRAULIC PRESSURE TEST
Test(g;:;ssure Duration(s) | Remark
Sample a0 60 Pass

Note: the sample body and all joints showed no sign of leakage during the above test.

a  testing agency,

{ Director )

Samson W.K. Yin
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Fo Tan, Shatin, N.T., Hong Kong.

Tel: {852) 2605 5736 Fax: (852) 2692 0798

[\ | NUTEK SYSTEMS, LTD. st

TEST REPORT

TITLE : Testing of expansion joint
OUR REFERENCE » J721CH
DESCRIPTION OF SAMPLE : 200mm Stainless steel expansion joint with flanged ends
SAMPLE SUBMITTED BY
MANUFACTURER : Tozen Sangyo Co., Ltd.
MODEIL ; JBF (Stainless Steel Joint)
TEST REQUIRED + Hydraulic pressure test
PERIOD OF TESTS + 23"to 27" April 2001
RESULTS: -
HYDRAULIC PRESSURE TEST
Test pressure Duration (s ) Re_rﬁa.rk
(bar) ! .
', Sample I 40 60 Pass

Note: the sample body and all joints showed no sign of leakage during the above test.

Date 2‘?"‘%@&/ 2o0|  Authorized signature

. .!"
Samson W.K. Yiu

Nutek Systems is a testing agency, .
approved by the Water Authority and ( Director )
Government Supplies Department, for

testing water sopply fittings.
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